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repair or startup, whichever is later, to 
confirm that the heat exchange system 
has been repaired. 

§ 63.1088 In what situations may I 
delay leak repair, and what actions 
must I take for delay of repair? 

You may delay the repair of heat ex-
change systems if the leaking equip-
ment is isolated from the process. You 
may also delay repair if repair is tech-
nically infeasible without a shutdown, 
and you meet one of the conditions in 
paragraphs (a) through (c) of this sec-
tion. 

(a) If a shutdown is expected within 
the next 2 months of determining delay 
of repair is necessary, you are not re-
quired to have a special shutdown be-
fore that planned shutdown. 

(b) If a shutdown is not expected 
within the next 2 months of deter-
mining delay of repair is necessary, 
you may delay repair if a shutdown for 
repair would cause greater emissions 
than the potential emissions from de-
laying repair until the next shutdown 
of the process equipment associated 
with the leaking heat exchanger. You 
must document the basis for the deter-
mination that a shutdown for repair 
would cause greater emissions than the 
emissions likely to result from delay of 
repair. The documentation process 
must include the activities in para-
graphs (b)(1) through (4) of this section. 

(1) State the reason(s) for delaying 
repair. 

(2) Specify a schedule for completing 
the repair as soon as practical. 

(3) Calculate the potential emissions 
from the leaking heat exchanger by 
multiplying the concentration of HAP 
listed in Table 1 to this subpart (or 
other monitored substances) in the 
cooling water from the leaking heat 
exchanger by the flow rate of the cool-
ing water from the leaking heat ex-
changer and by the expected duration 
of the delay. 

(4) Determine emissions of HAP list-
ed in Table 1 to this subpart (or other 
monitored substances) from purging 
and depressurizing the equipment that 
will result from the unscheduled shut-
down for the repair. 

(c) If repair is delayed because the 
necessary equipment, parts or per-
sonnel are not available, you may 

delay repair a maximum of 120 cal-
endar days. You must demonstrate 
that the necessary equipment, parts or 
personnel were not available. 

RECORDKEEPING AND REPORTING RE-
QUIREMENTS FOR HEAT EXCHANGE SYS-
TEMS 

§ 63.1089 What records must I keep? 

You must keep the records in para-
graphs (a) through (e) of this section, 
according to the requirements of 
§ 63.1109(c). 

(a) Monitoring data required by 
§ 63.1086 that indicate a leak, the date 
the leak was detected, or, if applicable, 
the basis for determining there is no 
leak. 

(b) The dates of efforts to repair 
leaks. 

(c) The method or procedures used to 
confirm repair of a leak and the date 
the repair was confirmed. 

(d) Documentation of delay of repair 
as specified in § 63.1088. 

(e) If you validate a 40 CFR part 136 
method for the HAP listed in Table 1 to 
this subpart according to the proce-
dures in appendix D to this part, then 
you must keep a record of the test data 
and calculations used in the validation. 

§ 63.1090 What reports must I submit? 

If you delay repair for your heat ex-
change system, you must report the 
delay of repair in the semiannual re-
port required by § 63.1110(e). If the leak 
remains unrepaired, you must continue 
to report the delay of repair in semi-
annual reports until you repair the 
leak. You must include the informa-
tion in paragraphs (a) through (e) of 
this section in the semiannual report. 

(a) The fact that a leak was detected, 
and the date that the leak was de-
tected. 

(b) Whether or not the leak has been 
repaired. 

(c) The reasons for delay of repair. If 
you delayed the repair as provided in 
§ 63.1088(b), documentation of emissions 
estimates. 

(d) If a leak remains unrepaired, the 
expected date of repair. 

(e) If a leak is repaired, the date the 
leak was successfully repaired. 
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